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Parapet Wall

code 4 lead flashing wedged 
into brickwork

code 4 lead flashing

minimum  width of soaker 100mm or 
half the width of the slate size used, 
whichever is the greater

code 3 lead soakers at each course, 
minimum length = gauge + lap + 25mm

clips, normally 0.6mm thick tinned copper, or
0.38mm terne-coated stainless steel 50mm wide
at 300-500mm centres and laps

code 4 lead flashing in 1.5
to 2.0m lengths, wedged at
laps and at 450mm centres
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Abutments


